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DESIGN CRITERIA

43. REPLACE EXISTING EXIT SIGNS WITH ILLUMINATED SIGNS. ADD
ILLUNINATED DIRECTIONAL EXIT SIGNS AS REQUIRED.

44. PROVIDE ADEQUATE EMERGENCY LIGHTING FOR
THE EXIT WAYS ON THE SECOND FLOOR.
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